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AMArOPEYETAI H MEMONOMENH ANATMAPAMQFH THE EK@EZHE AOKIMHE XOPIE THN FPANTH EFKPIZH THE BIOLAB
TA AMOTEAEEMATA EXETIZONTAI MONO ME TA EYTKEKPIMENA ANTIKEIMENA NOY YNOBAHGHKAN ZE AOKIMH
REPRODUCTION OF THE TEST REPORT WITHOUT THE WRITTEN APPROVAL OF BIOLAB IS FORBIDDEN
THE RESULTS ARE ASSOCIATED TO THE SPECIFIC QBJECTS THAT WENT UNDER EXAMINATION
API©MOZ NIZTONOIHTIKOY / CERTIFICATE NUMBER: 48486
ZEAIAA 1 ANO 3
KQAIKOX AEITMATOZ / SAMPLE CODE AMO/FROM: 282016 EQZ/TO: 282017

MIZTONOIHTIKO EKOEZHZ AOKIMHZ

CERTIFICATE OF TEST REPORT

X AoKIHES
als™ Ap MoT.139

ENQNYMIA MEAATH / NAME OF CUSTOMER : AHMOZ I'. KAPAIZKAKH
YNEYOYNOZ EMIKOINQNIAZ / REPRESENTATIVE : AHMAPXOZ TIEPIKAHZ MITAOZ
AIEYOYNIH f ADDRESS:ANQ KAAENTINH 47044 TK
®AX / FAX:2681067690
HMEPOMHNIA AEITMATOAHWIAL / DATE OF SAMPLING : 2019-09-05
HMEPOMHNIA ENAP=HE ANAAYZHEI /DATE OF TESTING : 2019-09-05
AEITMATOAHWIA ANO / SAMPLING FROM : [TEAATH / CUSTOMER

THA / TEL ;2681360801

EPFAITHPIA / LABS : ARTA

EIAOQZ AEITMATOZ / KIND OF SAMPLE : NEPO

KQAIKOZ / CODE: 282016

APIEMOE NAPTIAAZ / BATCH NUMBER: KA® MQroY, MHAIANA

AHMOE TEQPTICY KAPAIZKAKH

ApiBy. Mipwt.....~. L. (@3 -
Hyep- MYns... {77 "( 3

E-MAIL: info@gkaraiskakis.gr

HMEPOMHNIA MAPAAABHE / DATE OF RECEIPT :2019-09-05
HMEPOMHNIA OAQOKAHPQIHI ANAAYIHE /ANALYSIS DATE : 2019-09-09
KATAITAIH AEIFMATOZ /STATE OF SAMPLE : KANONIKH / REGULAR

EKTEAEZOEIZEZ AOKIMEX ME®OAOZ ANOTEAEZIMA MONAAA OPI1O
PARAMETERS METHOD RESULT UNIT LIMIT
PH 25 oC XN-01 In house APHA 4500-H+ 8,04 Movébeg pH 6,5 ewg 9,5
Avwylyuotnta - E.C. (200C)  [XN 02 In house APHA 2510 B 559 us /em-1 2500 WS cm-1
XN-04 In house based APHA
M -M . 1
ayvijowo -Mg 3113 AGE AAS | 5,90 mg/
XN 03 In hause based APHA
-C 42
AcPéoTio -Ca 3113 AGB AAS .09 mag/|
Nitpikd -NO3 XN 08 In house APHA 4500-NO3- 2,16 mo/l 50 mg/l
Nutpiabn -NO2 XN-06 in house APHA 4500-NO2- <0,005 mag/l 0,50 mg/l
Aupwvio -NH4 XN-07 in house APHA 417 B <0,1 mg/l 0,50 mg/l
XAwprotya - Cl XN-09 In house APHA 4500-CI B 24,11 mg/l 250 mo/l
XN 14 - In house hased APHA
Né -N . 2 |
Gtplo - Na 3113 ASE AAS 89,78 mgAl 00 mg/
XN 14 -In house based APHA .
KéAlo - K , 12 |
GAlo 3113 ASB AAS 2,65 mg/| mg/
. XN-10 In house Baclopévn APHA
b -P [
woeopog 4500-p 0,16 mg/| 5 mg/
OeuKd - S04 XN 28 In house APHA 4500 E, 21 10,82 mag/| 250 myg/l
XN 25 In house based APHA '
- |
Mayydvio - Mn 3113 AGB AAS 25,61 ua/l 50 g/
XN 39 - In house based Merck
2(6npoc - Fe e 100 M/l 200 ug/l
Jtest
XN-14 In house based APHA
XoaAkdc - C [
ahkdc - Cu 3113 AGB AAS <0,1 mg/l 2 mg/
OALKH| ZKANPGTNTY XN 04 2340 CAPHA 129,62 mg/l CaCO3
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AMATOPEYETAI H MEMONOMENH ANATIAPATQIH THE EKOEEHE AOKIMHE XQPIE THN FPAFRTH EMKPIEH THE BIOLA3 N
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APIGMOZ MIZTOMOIHTIKOY / CERTIFICATE NUMBER: 48486 "

ZEAIAA 2 AMO 3
KQAIKOZ AEITMATOS / SAMPLE CODE ANO/FROM: 282016 EQZ/TO: 282017

EKTEAEZI®EIZEZ AOKIMEX ME®OAOZ ANOTEAEZMA MONAAA OPIO
PARAMETERS METHOD RESULT UNIT LIMIT
YroAelpupoTiké XAwplo XN-30 In house based EPA 330.5 <0,05 mg/|
XN 31| b APH
@oA6TrTa - T n house based A 0 FTU AnoBEKTH OTOUG KaTEVEAWTEC Ko
2130 A&B dvew aguviboug petafohric
redon ORGANOQOLEPTIC AFEYEITO AnobexTr
li}
oo ORGANGLEPTIC AGIMO AnobexTH K’amuw\mtéq K(’:(l Guev
aguviBoug pETaRoArc
Total Coliforms JM 03 1SO 9308-1 / 2014 4] cfuf100ml 0 cfu/100ml
E. Coli M-01 ISO 9308-1 / 2014 cfuf100mi 0 cfu/100mil
Intestinal Enterococcci M-03 1SO 7899-2:2000 0 cfu/100ml 0 cfu/100ml
EIACX AEITMATOZ / KIND OF SAMPLE : NEPO
KQAIKOZ / CODE: 282017
APIOMOZ MAPTIAAZ / BATCH NUMBER: AESAMENH MAAAIQAHMOY, ANO KAPYEE
EKTEAEZOEIZEEZ AQKIMEZ MEGOAOZ ANMOTEAEZMA MONAAA OPIO
PARAMETERS METHOD RESULT UNIT LIMIT
PH 25 oC XN-01 In house APHA 4500-H+ 8,28 Movabeg pH 6,5 ewg 9,5
AywywdtnTa - E.C, {2000C) XN 02 In house APHA 2510 B 607 uSs / cm-1 2500 uS cm-1
XN-04 In house based APHA
| - 1,78 [
Mayviiaia -Mg 3113 A&B AAS ’ ma/
XN 03 In house based APHA
AoféoTio -Ca 3113 AGE AAS 14,42 ma/l .
Nitpikd -NOS XN 08 In house APHA 4500-NO3- 2,62 mg/l 50 mg/l
NiTptdbn -NO2 XN-06 In house APHA 4500-NO2- <0,005 mg/l 0,50 mg/l
Auptvio -NH4 XN-07 In house APHA 417 B <0,1 mg/ 0,50 mg/i
XAwpLobya - Cl XN-09 In house APHA 4500-CI B 30,49 mg/l 250 mg/l
XN 14 - In house based APHA
i - 120,80 | 200 |
Natploe - Na 3113 AGB AAS mg/ mg/|
XN 14 -In house based APHA
dAlo - . ! 12 !
Kahlo - K 3113 AGB AAS 2,90 mg/ mg/|
XN-10 [n house Baoiopévn APHA
) ) | |
dacpopog - P 4500-p <0,1 mg/| 5 mg/!
OeLLKE - S04 XN 28 In house APHA 4500 E,21 <5 mg/l 250 mg/l
XN 25 In house based APHA
- \ 1 5 |
Mayyévio - Mn 3113 AGB AAS 31,02 Hg/f 0 Lg/!
XN 39 -1 use based Merck
5(6npoc - Fe n house base <50 ug/! 200 ug/l
test
XN-14 In house based APHA
XaAkdg - Cu 3113 AGB AAS <0,1 mg/| 2 mg/l
OMkr| TrkAnpéTnTa XN 04 2340 CAPHA 43,41 mg/l CaC03
YroA£uoTikG XAwplo XN-30 In house based EPA 330.5 <0,05 mg/l
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APIOMOZ IMIZTONOIHTIKOY / CERTIFICATE NUMBER: 48486

ZEAIAA 3 ANO 3

KQAIKOZ AEIFTMATOZ / SAMPLE CODE ANMO/FROM: 282016 EQX/TO: 282017

EKTEAEZOEIZEEZ AQKIMEZ MEGOAOE AMOTEAEZIMA MONAAA OPIO

PARAMETERS METHOD RESULT UNIT LIMIT

N 31 APH ls] T A
PorTTa - T XN 31 In house based A o FTU Ano’extﬁ o‘rot’)q Katavao mréF Koo
2130A&B QVEL aouvrBoug HETaROANC
ledon ORGANOLEPTIC ATEYITO AnodexTh
A K AWTE ()
o ORGANGLEPTIC AOCEMO noSeKTI§ ’0‘.1:0!\)(1 €6 Kol GVED
AoLVIiBoug HETUROAC

Total Coliforms M 03150 9308-1 /2014 52 cfu/100ml 0 cfu/100mil
E. Coli M-01 ISO 9308-1 7 2014 cfu/100mil 0 cfu/100mil
Intestinal Enterococcci M-03 150 78998-2:2000 cfu/100ml 0 cfu/100ml
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HMEPOMHNIA EKAOZHZ / DATE OF PUBLICATION : 2019-09-09
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TEAOZ MIZTOMOHTIKOY / END OF CERTIFICATE
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